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Bestätigung bezogen auf einzelne Anforderungen 
Confirmation of particular specifications 
 
Hensel bestätigt, dass die folgenden Produkte: 
Hensel attests that the following products: 
 

Mi-Verteiler (ENYMOD) 
Mi-Distributor (ENYMOD) 

 
mit der folgenden Anforderung übereinstimmen: 
conform with the following specifications: 
 
Das für die Herstellung der zuvor erwähnten Produkte verwendete Material wurde in 
Anlehnung an DIN EN 61439-1:2012-06, Abschnitt 10.2.4 einer UV-Prüfung nach ISO 4892-
2, Verfahren A, Zyklus 1 mit einer Dauer von 500 h unterzogen.  
Diese Prüfung beinhaltet unter anderem eine dauerhafte Heißlichtalterung mit 
Xenonlicht, die zyklische Berieselung der Proben mit Wasser sowie den Nachweis 
verschiedener mechanischer Eigenschaften nach der Bewitterung. 
Daher sind die zuvor erwähnten Produkte UV-beständig im Sinne der angewendeten 
Prüfvorschrift. 
The material used for the aforementioned products was subjected to a UV test in accordance with ISO 4892-2, 
procedure A, cycle 1 with a duration of 500 h, following DIN EN 61439-1:2012-06, section 10.2.4.  
This test includes, among other things, permanent hot light aging with xenon light, cyclic sprinkling of the 
specimens with water, and verification of various mechanical properties after weathering. 
Therefore, the aforementioned products are UV-resistant in the sense of the applied test specification. 
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